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Reporting anomalies and good practices aims to provide a safe workplace
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ICSS SPV

FPSO PAZFLOR

SONADIETS

Emmerson WATHA

X

Found the water mist of FWP-A inhibited one day after job finished. 

In case of fire inside the package the active fire protection would not start. In addition, the FWP-A near the 

LQ  (portside, AFT process deck). Good assessment and action taken to reactive the auto mode of fire 

fighting. 
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ARGUMENT 
(BY RSES / CHEF OF DIVISION / DIRECTOR / HSE MANAGER / HSE SUPERVISOR / OTHERS)

Detailed Description

Illustrations  (Pictures, infographics, schemes)

Inhibition is one of precaution that is required and implemented in some particular cases, to perform a job on powered systems. 

it is the case when people work inside the package for preventive maintenance (PM), functional test and troubleshooting, normally done by electrical, mechanical, 

instrumentation and production teams. 

During is walk around on his way back to LQ he noticed that the water mist was inhibited. after checking with control room whether any work was being carried out 

in the package and checking that there was no issue with the system, he removed the water mist inhibition.

This anomaly clearly demonstrate that people on board are vigilante and sort out risky situations. 

Emerson is a system (PLC) engineer. 
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